
Darlington Nuclear Generating Station REGDOC-3.1.1 Reporting 
 

Report Number  Event Title  

 

Q1-2018 

 
D-2018-06962 Licence Non-Compliance: Improperly Posted Radiation Hazard in West 

Fuelling Facilities Auxiliary Area 
 
D-2018-05407 Licence Non-Compliance: Possible Unposted Radioactive Hazard in 

Tritium Removal Facility Loading Bay 
 
D-2018-04927 Licence Non-Compliance: Trefoil Symbols Not Visible on Transportation 

Package 

D-2018-02157 Packaging and Transport: Legacy Multi-Purpose Transportation Package 

Certificates and Authorized Radioactive Contents Issue 

D-2018-01591 Degradation: Steam Generator Emergency Cooling System Unavailable 

 

D-2018-00503 Unplanned Power Change: Unit 1 Setback on Adjusters Driving Out 

 

Q2-2018 

 
D-2018-08138  Licence Non-Compliance: Boiler Blow Down Flow Rate Measurements 

Greater Than Current Feedwater Operational Safety Requirements 
(OSR) Limits  

 
D-2018-09216  Licence Non-Compliance: Technical Info sent to Original Equipment 

Manufacturer (OEM) not in accordance with Nuclear Non-Proliferation 
Import and Export Control Regulations  

 
D-2018-09633  Licence Non-Compliance: D1831 Improperly Posted Radiation Hazard in 

Rubber Area  
 
D-2018-10359  Licence Non-Compliance: Unlabelled Radiation Hazard in U3 Operations 

Drying Cabinet  
 
D-2018-11080  Licence Non-Compliance: D1831 wetting in plastic suit  
 
D-2018-12428  Research Finding: Darlington Axial Delayed Hydride Cracking (DHC) 

Growth Rate Results Above CSA N285.8 Upper Bound  
 
D-2018-14274  Licence Non-Compliance: Inadequate Posting of Radiological Hazard 

 

 

 



Q3-2018 

 

D-2018-15018 Licence Non-Compliance: Station Minimum Complement 
 
D-2018-15249 Degradation: System Test Performed on Wrong Unit 
 
D-2018-16839 Licence Non-Compliance: Unposted Radioactive Hazard in Tritium 

Removal Facility (TRF) 
 
D-2018-17388 Unplanned Power Change: Unit 4 Transient due to Suspected Digital 

Control Computer (DCC) Power Supply Issue 
 
D-2018-18158 Licence Non-Compliance: Delay to Submission of Inventory Change 

Document (ICD) to Canadian Nuclear Safety Commission (CNSC) / 
International Atomic Energy Agency (IAEA) 

 
D-2018-18399 Degradation: Loss of Steam Protection due to Unavailability of 4-73910-

RFU1 and 4-73910-RFU2 
 
D-2018-18961 Licence Non-Compliance: Dose rate exceedance (above 2.5 mrem/hr) at 

Radioactive Material Storage Area (RMSA) Cage Boundary 
 

 


